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OD

3" (7.62CM)

6" (15.24CM)

6" (15.24CM) SELECT 

COMPACTED  

CRUSHER RUN FILL

3" (7.62CM) BINDER LAYER 

1 1/2" (3.8CM) WEARING SURFACE

6" (15.24CM)
TRACING/MARKER TAPE 

6" (15.24CM)

PAVED
AREA

LANDSCAPED
AREA

DEPTH VARIES SEE TRENCH SECTION DETAIL

SEE SPEC 32 
6" LIFTS @ 95% COMPACTION

FILL. SEE SITE

PLAN SURFACE

INDEX (GS-101 &

GS-102)

WHERE NOT INDICATED MIN. DEPTH SHALL BE 36"

DIRECT BURIAL CONDUIT
SIZE, TYPE AND QTY VARIES

FILL

PROVIDE 
NEW COMPACTED SELECT

OD

3" (7.62CM)

6" (15.24CM)

6" (15.24CM) TOPSOIL

FILL

PROVIDE 

COMPACTED  

3" (7.62CM) BINDER LAYER 

1 1/2" (3.8CM) WEARING SURFACE

6" (15.24CM)
TRACING/MARKER TAPE 

6" (15.24CM)

PAVED
AREA

GRASS
AREA

CONCRETE DUCT BANK 
CONDUIT SIZE, TYPE AND
QUANTITY VARIES

DEPTH VARIES SEE TRENCH SECTION DETAIL
WHERE NOT INDICATED MIN. DEPTH SHALL BE 36" NEW COMPACTED SELECT

CRUSHER RUN FILL
SEE SPEC 32 

6" LIFTS @ 95% COMPACTION

TRENCH SECTIONS AND 

BACKFILL DETAILS

UPGRADE FOR BUILDING 16

SITEWORK

07/02/2013

528A7-13-715

GS-103

6 11

AZHCF

 

16

VAMC SYRACUSE, NY

4

COMM. DUCTBANK DETAIL (TYPE 1)

NTS

1

TRENCH 1 SECTION - SECURITY CAMERA COAXIAL CONNECTIONS

1/4" = 1'0"

2

TRENCH 2 SECTION - SECURITY CAMERA COAXIAL CONNECTIONS, GATE ACCESS SYSTEM FEEDERS

1/4" = 1'0"

3

TRENCH 4 SECTION - SECURITY CAMERAS 4 AND 5, AND PARKING LIGHT LIGHTING POWER AND COMMUNICATION DUCTS

1/4" = 1'0"

5

POWER AND COMM. DUCT BANK DETAIL (TYPE 1)

NTS

8

TYPICAL DIRECT BURIAL UTILITY TRENCH BACKFILL DETAIL

1/8"=1'-0"

9

TYPICAL DUCT BANK TRENCH BACKFILL DETAIL  

1/8"=1'-0"

6

POWER DUCT BANK DETAIL (TYPE 1)

NTS

7

COMM. DUCT BANK DETAIL (TYPE 2)

NTS


